
ഫയർ & റെസ്ക ്യൂ സർവ്വീസസ് വകുപ്പ് 
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ക്രമ 

നമ്പർ 

നൽരുന്ന 

ക്രധാന 

സേവനം 

സേവനത്തിന്റെ തരം 
ആവശ ്യമായ 

നടരടി ക്രമങ്ങൾ 

അടയ്ക്സേണ്ട ഫീസ് * 

(ആവശ ്യറമങ്കിൽ) 
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1. റരട്ടിടങ്ങൾ

േുളള 

നിരാസേര 

ോേ ്യര
ക്തം  

a) നിരാസേര 

ോേ ്യരക്തം 

 (ബിൽഡിംഗ് 

റരർമിറ്റിനുസവണ്ടി) 
 

b) നിരാസേര 

ോേ ്യരക്തം 

(ബിൽഡിംഗ് 

രംപ്ലീഷനുസവണ്ടി) 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2019 KMBR / KPBR 

നിയമ ക്രരാരമുളള 

അസരേരൾ 

ബന്ധറപ്പട്ട ഫയർ 

സസ്റ്റഷൻ ഓഫീേർേ് 
സനരിട്ട് 

േമർപ്പിസേണ്ടതാണ് 

 

 

 

സേറ്റ് 
എൻ.ഒ.േി.യ്ക്ോയു

ളള 

അസരേസയാറടാപ്പം 

താറെ രെയുന്ന 

സരഖരൾ രൂടി 
േമർപ്പിസേണ്ടതാണ്. 

 

 

 

1. ആവശ ്യമായ 

േർട്ടിഫിേറ്റ് 
സരഖറപ്പടുത്തി 
അംഗീരൃത 

1. റെേിഡൻഷ ്യൽ 

ബിൽഡിംഗ്- എ1, 

എ2, എ3 & 15 മീറ്റെിൽ 

താറെ ഉയരമുളള 

എ4/ 

എഡ ്യൂസേഷണൽ 

ബിൽഡിംഗ് 

എന്നിവയ്ക്ക്ക് 
സ്ക ്വയർ മീറ്റെിന്  –

ന് 11.03/- രൂര 

 

2. ഇൻസ്റ്റിറ്റ ്യൂഷണൽ 

ബിൽഡിംഗ് – േി1  

15 മീറ്റെിൽ താറെ 

ഉയരമുളളതും  സപ്ലാട്ട് 
ഏരിയ 1000  മീറ്റർ 

സ്ര ്വയർ വറര 

ഉളള റരട്ടിടങ്ങൾ, േി 
2 & േി 3 - 15 മീറ്റർ 

വറര ഉയരമുളള 

റരട്ടിടങ്ങൾ, 

അേംബ്ലി 
ബിൽഡിംഗ് –ഡി1, 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ആർേിറടക്സറ്റ് 
അംഗീരരിച്ച് 

നൽരിയ േിവിൽ 

പ്ലാൻ - 1 റേറ്റ് 
2. ഫയർ േിസ്റ്റം പ്ലാൻ 

- 3 റേറ്റ്, 
റെേ് േിസ്റ്റ് – 

3 റേറ്റ് 
3. ആവശ ്യമായ 

ഫീസ് അടച്ചതിനുളള 

ക്ടഷെി അസ്സൽ 

െോൻ.  

4. സഫനൽ 

എൻ.ഒ.േി.യ്ക്ോയി 
സമൽ വിവരിച്ച 

ക്രരാരമുളള 

അസരേയും 

അനുബന്ധ 

സരഖരള ം സേറ്റ് 
എൻ.ഒ.േി.-യുറടയും 

ക്രാഥമിരമായി 
അംഗീരരിച്ച 

പ്ലാനിന്റെയും 

രരർപ്പ് ഉൾറപ്പറട 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർേ് സനരിട്ട് 
േമർപ്പിോവുന്നതാ

ണ്. 

 

 

 

 

 

 

 

 

ഡി2, ഡി3, ഡി4 & ഡി5, 

ബിേിനസ്സ് 
ബിൽഡിംഗ് – 10 

മീറ്റെിൽ താറെ 

ഉയരമുളള 

റരട്ടിടങ്ങൾ, 

റമർേന്സെൽ 

ബിൽഡിംഗ് 

എഫ്1 & എ             ഫ്2 

- 15 മീറ്റെിൽ താറെ (ജി 
+ 1) സടാട്ടൽ രസവഡ് 

ഏരിയ 500 മീറ്റർ 

സ്ര ്വയെിൽ 

താറെയുളള 

റരട്ടിടങ്ങൾ, 

ഇൻഡസ്ക്ടിയൽ 

ബിൽഡിംഗ് – ജി1 & 

ജി2 ബിൽട്ടപ്പ് ഏരിയ 

100 മീറ്റർ സ്ര ്വയർ 

വറര, ജി3 50 മീറ്റർ 

സ്ര ്വയർ വറര 

ഉളള റരട്ടിടങ്ങൾ, 

സസ്റ്റാസെജ് ബിൽഡിംഗ് 

15 മീറ്റെിൽ താറെ 

ഉയരമുളളതും  

രസവഡ് ഏരിയ 250 

മീറ്റർ സ്ര ്വയർ 

താറെ ഉളള 

റരട്ടിടങ്ങൾ 

എന്നിവയ്ക് ക്ക് മീറ്റർ 

സ്ക ്വയെിന് 16.54/- 

രൂര 

 

  

3. റെേിഡൻഷ ്യൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

നിരാസേര 

സാേ ്യരപ്രം 

 (ബിൽഡിംഗ് 

റരർമിറ്റിനുസവണ്ടി) 
 

 

 

1) ഒരു നിേ റരട്ടിടം 10 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബിൽഡിംഗ്-  15 

മീറ്റെിന് മുരളിൽ 

ഉയരം ഉളള A4-

റരട്ടിടങ്ങൾേും 

എഡ ്യൂസേഷണൽ 

ബിൽഡിംഗ് 15 

മീറ്റെിന് മുരളിൽ 30 

മീറ്റർ വറര 

ഉയരമുളള  

റരട്ടിടങ്ങൾ 

എന്നിവയ്ക്ക്കും മീറ്റർ 

സ്ക ്വയെിന് 22.05/- 

രൂര 

 

 

 

4. റെേിഡൻഷ ്യൽ 

ബിൽഡിംഗ്- 

A5&A6,ഇൻസ്റ്റിറ്റ ്യൂഷ
ണൽ ബിൽഡിംഗ് 

േി1- 15 മീറ്റെിൽ 

താറെ ഉയരമുളളതും  

1000 മീറ്റർ 

സ്ര ്വയെിന്  

മുരളിൽ സപ്ലാട്ട് 
ഏരിയ ഉളള 

റരട്ടിടങ്ങൾ, േി1,  

േി2 & േി3, 15 

മീറ്റെിന് മുരളിൽ 30 

മീറ്റർ വറര 

ഉയരമുളള  

റരട്ടിടങ്ങൾ, 

അേംബ്ലി 
ബിൽഡിംഗ് –  ഡി6 & 

ഡി7, 10 മീറ്റെിന്  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

18 

ദി
വ
േം 
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ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 

അസരേയി
സേൽ 



മീറ്റർ ഉയരം വറര  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2) 10 മീറ്റർ മുതൽ 16 

മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾേ് 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

3) 16 മീറ്റർ മുതൽ 24 

മീറ്റർ വറര 

ഉയരമുളള 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ സസ്റ്റഷൻ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ് 
രരിസശാധന നടത്തി 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

സ്ക്രൂട്ടിനിംഗ് 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്.  

 

 

 

മുരളിൽ 30 മീറ്റർ 

വറര ഉളള ഡി1, ഡി2, 

ഡി3, ഡി4 & ഡി5 

റരട്ടിടങ്ങൾ, 

റമർേന്സെൽ 

ബിൽഡിംഗ് -15 

മീറ്റെിന്  താറെ (ജി + 

1) സടാട്ടൽ രസവഡ് 

ഏരിയ 500 മീറ്റർ 

സ്ര ്വയെിന് -ന് 

മുരളിൽ, (ജി+1)-ൽ 

രൂടുതൽ 

നിേരള ളളതുമായ 

റരട്ടിടങ്ങൾ, 15 

മീറ്റെിന് മുരളിൽ 30 

മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾ, 

ഇൻഡസ്ക്ടിയൽ 

ബിൽഡിംഗ്- ജി1, ജി2 

ബിൽട്ടപ്പ് ഏരിയ 100 

മീറ്റർ  സ്ര ്വയെിന്  

മുരളിൽ, ജി3- 50 

മീറ്റർ  സ്ര ്വയെിന്  

മുരളിൽ ഉളള 

റരട്ടിടങ്ങൾ, സസ്റ്റാസെജ് 

ബിൽഡിംഗ്-15 

മീറ്റെിന് താറെ 

രസവഡ് ഏരിയ 250 

മീറ്റർ  സ്ര ്വയെിന്  

–ന് മുരളിൽ ഉളള 

റരട്ടിടങ്ങൾ,  

ഹോർഡസ് 

ബിൽഡിംഗ്-15 മീറ്റർ 

വറര ഉയരമുളള 
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ദി
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28 

ദിവ
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ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 

 

 

 

 

 

സേവന 

േമയ 

രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 

അസരേയി
സേൽ 

സേവന 

േമയ 

രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 



റരട്ടിടങ്ങൾേ് 
  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

4) 24 മീറ്റർ മുതൽ 45 

മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾേ് 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ സസ്റ്റഷൻ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി  സേറ്റ് 
രരിസശാധന നടത്തി 

ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

സ്ക്രൂട്ടിനിംഗ് 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

െീജിയണൽ  ഫയർ 

ഓഫീേർ 

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ േ ്വീരരിച്ച 

അസരേ ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർേ് 

നൽസരണ്ടതും തുടർന്ന് 
ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ് 
രരിസശാധന നടത്തി 

ബന്ധറപ്പട്ട െീജിയണൽ  

ഫയർ ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

സ്ക്രൂട്ടിനിംഗ് 

റരട്ടിടങ്ങൾ -

എന്നിവയ്ക്ക്ക്  മീറ്റർ  

സ്ക ്വയെിന്  33.08/- 

രൂര  
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സേവന 
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അസരേയി
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രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

5) 45 മീറ്റെിന് മുരളിൽ 

ഉയരമുളള റരട്ടിടം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

6) സ്റരഷ ്യൽ 

രാറ്റഗെി റരട്ടിടങ്ങൾ 

  

a) 16 മീറ്റെിൽ താറെ  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

െീജിയണൽ  ഫയർ 

ഓഫീേർ 

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ് 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

തുടർന്ന് ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ് 
രരിസശാധന നടത്തി 

ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി പ്ലാനുരൾ 

രരിസശാധിച്ച് 
എതിർപ്പിേലാറയങ്കിൽ 

ഡയെക്സടർ ജനെേിന് 

േമർപ്പിസേണ്ടതും 

ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ് 
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യുളള 

അസരേയി
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േമയ 

രരിധി 
ബാധരമേല 

 



 

 

 

 

b) 16 മീറ്റെിൽ 

മുരളിൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

b) നിരാസേര 

സാേ ്യരപ്രം 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ െീജിയണൽ 

ഫയർ ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

തുടർന്ന് െീജിയണൽ 

ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ്, പ്ലാൻ 

രരിസശാധന നടത്തി 
റവരിഫിസേഷൻ 

രമ്മിറ്റി ക്രരാരം 

ഡയെക്സടർ ജനെേിന് 

േമർപ്പിസേണ്ടതും 

ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

തുടർന്ന് ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ് 
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െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 

അസരേയി
സേൽ 

സേവന 

േമയ 

രരിധി 
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(ബിൽഡിംഗ് 

കംപ്ലീഷനുസവണ്ടി) 
 

1) ഒരു നിേ റരട്ടിടം 10 

മീറ്റർ ഉയരം വറര  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2) 10 മീറ്റർ മുതൽ 16 

മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾേ് 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

3) 16 മീറ്റർ മുതൽ 24 

മീറ്റർ വറര 

രരിസശാധന നടത്തി 
ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി പ്ലാനുരൾ 

രരിസശാധിച്ച് 
എതിർപ്പിേലാറയങ്കിൽ   

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
നൽസരണ്ടതും 

തുടർന്ന് ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി സേറ്റ് 
രരിസശാധന നടത്തി 

ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 
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ഫയർ ഓഫീേർ  
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യുളള 

അസരേയി
സേൽ 



ഉയരമുളള 

റരട്ടിടങ്ങൾേ് 
  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

4) 24 മീറ്റെിന് മുരളിൽ 

ഉളള റരട്ടിടങ്ങൾ  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

6) സ്റരഷ ്യൽ 

രാറ്റഗെി റരട്ടിടങ്ങൾ 

  

 

രമ്മിറ്റി പ്ലാനുരൾ 

രരിസശാധിച്ച് 
ഡയെക്സടർ ജനെേിന് 

േമർപ്പിസേണ്ടതും 

ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ് 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ ക്രാഥമിര 

രരിസശാധന നടത്തി  
ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ്  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

ഡിസ്ക്ടിക്സറ്റ്  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 
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െീജിയണൽ 

ഫയർ ഓഫീേർ 
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ആഭ ്യന്തര 

വരുപ്പ് 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 
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അസരേയി
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സേവന 

േമയ 

രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 



a) 16 മീറ്റെിൽ താറെ  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

b) 16 മീറ്റെിൽ 

മുരളിൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

രരിസശാധന നടത്തി 
എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ് 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ ക്രാഥമിര 

രരിസശാധന നടത്തി  
ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും  

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി 
ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

െീജിയണൽ  ഫയർ 

ഓഫീേർ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ ക്രാഥമിര 

രരിസശാധന നടത്തി  
ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

 

30 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

30 

ദി
വ
േം 

 

 

30 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

ജനെൽ 

 

 

 

 

േർോർ 

ആഭ ്യന്തര 

വരുപ്പ്  

 

 

 

---- 

 

 

 

 

 

അസരേയി
സേൽ 

സേവന 

േമയ 

രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

അരാരത
യുളള 

അസരേയി
സേൽ 

സേവന 

േമയ 

രരിധി 
ബാധരമേല 

 

 

 

 

 

 

 

 



ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും  

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി 
ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

െീജിയണൽ  ഫയർ 

ഓഫീേർ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ് 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ ക്രാഥമിര 

രരിസശാധന നടത്തി  
ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും  

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി  
ഡയെക്സടർ ജനെേിന് 

േമർപ്പിസേണ്ടതും 

ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

േർട്ടിഫിേറ്റ് 

 

അരാരത
യുളള 

അസരേയി
സേൽ 

സേവന 

േമയ 

രരിധി 
ബാധരമേല 



നൽരുന്നതാണ് 

 

 

 

 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ െീജിയണൽ 

ഫയർ ഓഫീേർേ് 
നൽസരണ്ടതും 

തുടർന്ന് െീജിയണൽ  

ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി 
ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ 

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

െീജിയണൽ  ഫയർ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി പ്ലാനുരൾ 

രരിസശാധിച്ച് 
ഡയെക്സടർ ജനെേിന് 



േമർപ്പിസേണ്ടതും 

ഇവാേുസവഷൻ 

രമ്മിറ്റി ക്രരാരം 

എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

2. ഇഷ ്യു ഓഫ് 

സേേൻസ് 

റ്റ  

ഇൻഡസ്ക്ടീസ്
, ഫാക്സടെീസ്, 

സക്ടഡ്, 

എന്െർക്രണ
ർഷിപ്പ് 
ആക്സടിവിറ്റീ
സ് & അതർ 

േർവ്വീേസ് 

അമന്്റമ
ന്് െൂൾസ് 

2018 

നിരാസേര 

ോേ ്യരക്തം 

അസരേ ബന്ധറപ്പട്ട 

തസേശ േ ്വയം ഭരണ 

സ്ഥാരനം 

മുഖാന്തിരം 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതാണ്. 

അസരേസയാറടാപ്പം 

റോസേഷൻ, സേറ്റ്, 
ക്രാഥമിര 

അഗ്നിേുരോ 

േംവിധാനങ്ങൾ 

േംബന്ധിച്ച 

വിവരങ്ങൾ 

അടങ്ങിയ പ്ലാനും 

ഫീറോടിേിയ 

ക്ടഷെി െോനും 

ഉൾറപ്പടുത്തിയിരിേ
ണം 

 

115/- 

 

 

 

 

15 

ദി
വ
േം 

 

10 

ദിവ
േം 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

3. സപ്ലസ് ഓഫ്  

രബ്ലിക്സ 

െിസോർട്ട് 
ആക്സ് 

നൽരുന്ന 

ോേ ്യര
ക്തം 

താൽോേിര 

രന്തേുരളിൽ 

നടത്തുന്ന 

എക്സേിബിഷൻ 

രാർണിവൽ, 

േർേസ് 

മുതോയവയ്ക്േുളള 

നിരാസേര 

ോേ ്യരക്തം  

അസരേ ബന്ധറപ്പട്ട 

സസ്റ്റഷൻ ഓഫീേർേ് 
േമർപ്പിസേണ്ടതാണ്. 

അസരേസയാറടാപ്പം 

റോസേഷൻ, സേറ്റ്, 
ക്രാഥമിര 

അഗ്നിേുരോ 

േംവിധാനങ്ങൾ 

േംബന്ധിച്ച 

 

115/- 

 

15 

ദി
വ
േം 

 

15 

ദിവ
േം 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 



വിവരങ്ങൾ അടങ്ങിയ 

പ്ലാനും ഫീറോടിേിയ 

ക്ടഷെി െോനും 

ഉൾറപ്പടുത്തിയിരിേ
ണം. ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ നടത്തിയ 

രരിസശാധനയുറട 

അടിസ്ഥാനത്തിൽ 

ബന്ധറപ്പട്ട ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

4. റരസക്ടാളിയം 

ഉൽപ്പന്നങ്ങൾ 

േംഭരിേുന്ന
തിന് നൽരുന്ന 

നിരാസേര 

ോേ ്യര
ക്തം 

1. 30000 േിറ്റർ 

വറരയുളള 

റരസക്ടാളിയം 

ഉൽപ്പന്നങ്ങൾ 

േംഭരിേുന്നതിന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ക്രാഥമിര 

അംഗീരാരത്തിന് 

രളക്സസക്ടറ്റ് 
മുഖാന്തിരവും 

തുടർന്നുളള 

എൻ.ഒ.േി.യ്ക്ോയി 
അസരേരർേ് 
സനരിട്ട് ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. 

അസരേസയാറടാപ്പം 

റോസേഷൻ, സേറ്റ്, 
ക്രാഥമിര 

അഗ്നിേുരോ 

േംവിധാനങ്ങൾ 

േംബന്ധിച്ച പ്ലാനും 

ഫീറോടിേിയ 

ക്ടഷെി െോനും 

ഉൾറപ്പടുത്തിയിരിേ
ണം. ബന്ധറപ്പട്ട 

16540/- 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

16540/- 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദി

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട

 



2. 30000 േിറ്റെിന് 

മുരളിൽ 

റരസക്ടാളിയം 

ഉൽപ്പന്നങ്ങൾ 

േംഭരിേുന്നതിന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർേ് സമൽ 

വിവരിച്ച ക്രരാരം 

അസരേ 

േമർപ്പിസേണ്ടതാണ്. 

ബന്ധറപ്പട്ട െീജിയണൽ 

ഫയർ ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

വ
േം 

ഫയർ ഓഫീേർ 

 

 

 

ർ ജനെൽ 

5.  എൽ.രി.ജി. 
േംഭരണം 

1. 200 എൽ.രി.ജി. 
േിേിണ്ടെുരൾ 

വറരയുളളതിന്റെ 

േംഭരണത്തിന്റെ 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

2. 200 എൽ.രി.ജി. 
േിേിണ്ടെുരളിന് 

മുരളിൽ 

വറരയുളളതിന്റെ 

േംഭരണത്തിന്റെ 

സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

  സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

 

16540/- 

 

 

 

 

 

 

 

 

 

 

16540/- 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 

 

 

 

 

 



നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

3. 10 എൽ.രി.ജി. 
േിേിണ്ടെുരള റട 

േീരിയൽ രണേന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

 

4. 10 എൽ.രി.ജി. 
േിേിണ്ടെുരൾേ് 
മുരളിൽ  േീരിയൽ 

രണേന് 

നിരാസേര 

ോേ ്യരക്തം 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

  സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

 

 

16540/- 

 

 

 

 

 

 

 

 

 

 

 

 

16540/- 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 

 

 



രരിസശാധന നടത്തി  
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

6.  സ്സഫാടര 

വസ്തുേള 
റട േംഭരണം 

1. 500 രിസോ 

വറരയുളള നിർമ്മിച്ച 

രടേങ്ങള റട 

േംഭരണത്തിന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2. 100 രിസോ 

വറരയുളള 

സ്സഫാടര 

വസ്തുേള റട 

േംഭരണത്തിന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

ക്രാഥമിര 

അംഗീരാരത്തിന് 

രളക്സസക്ടറ്റ് 
മുഖാന്തിരവും 

തുടർന്നുളള 

എൻ.ഒ.േി.യ്ക്ോയി 
അസരേരർേ് 
സനരിട്ട് ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. 

അസരേസയാറടാപ്പം 

റോസേഷൻ, സേറ്റ്, 
ക്രാഥമിര 

അഗ്നിേുരോ 

േംവിധാനങ്ങൾ 

േംബന്ധിച്ച പ്ലാനും 

ഫീറോടിേിയ 

ക്ടഷെി െോനും 

ഉൾറപ്പടുത്തിയിരിേ
ണം. ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

സമൽ വിവരിച്ച 

 

 

 

 

 

 

2205/- 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

5515/- 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 



 

 

 

 

 

 

3. 500 രിസോക്ഗാമിന് 

മുരളിേുളള  

നിർമ്മിച്ച 

രടേങ്ങള റട  

േംഭരണത്തിന് 

നിരാസേര 

ോേ ്യരക്തം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

4. 100 രിസോക്ഗാമിന് 

മുരളിേുളള  

സ്സഫാടര 

വസ്തുേള റട 

േംഭരണത്തിന് 

നിരാസേര 

ോേ ്യരക്തം 

ക്രരാരം 

അസരേയും 

അനുബന്ധ 

വിവരങ്ങള ം 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി  
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

സമൽ വിവരിച്ച 

ക്രരാരം 

അസരേയും 

അനുബന്ധ 

വിവരങ്ങള ം 

ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

2205/- 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

5515/- 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ ഓഫീേർ 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട
ർ ജനെൽ 



ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

 

 

 

സമൽ വിവരിച്ച 

ക്രരാരം 

അസരേയും 

അനുബന്ധ 

വിവരങ്ങള ം 

ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. സമൽ വിവരിച്ച 

ക്രരാരം ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

െീജിയണൽ ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

7. ആംസ് ആക്സ് 

ക്രരാരം 

േൽഫർ, 

 

നിരാസേര 

ോേ ്യരക്തം 

സമൽ വിവരിച്ച 

ക്രരാരം 

അസരേയും 

 

5515/- 

15 

ദി
വ

15 

ദിവ
േം 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

 

ഡയെക്സട
ർ 

 



റരാട്ടാേിയം 

എന്നിവയുറട 

േംഭരണം 

അനുബന്ധ 

വിവരങ്ങള ം 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
അസരേ 

േമർപ്പിോവുന്നതാ
ണ്. ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർ 

ആവശ ്യമായ 

രരിസശാധന നടത്തി 
േർട്ടിഫിേറ്റ് 
നൽരുന്നതാണ്. 

 

 

 

 

 

 

േം  ഫയർ ഓഫീേർ 

 

ഫയർ 

ഓഫീേർ 

 

റടക്സനിേ
ൽ 

 

8.  ഫയർ 

/ഇൻേിഡന്് 

െിസപ്പാർട്ടി
ന്റെ  രരർപ്പ് 
നൽരുന്നത് 

േംബന്ധിച്ച് 

നിരാസേര 

ോേ ്യരക്തം 

അസരേ 

(ഇൻഷുെൻസ് 

ആനുരൂേ ്യം 

േഭ ്യമാറണങ്കിൽ 

ആയതിന്റെ 

േർട്ടിഫിേറ്റ ം) 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതാണ്. 

ഒരു സരാപ്പിേ് 100/-, 

രൂടുതോയി സവണ്ട 

ഓസരാ സരാപ്പിേും 

50/- രൂര വീതം. 

ഒരു േേത്തിന് 

മുരളിൽ നഷ്ടങ്ങൾേ് 
ഒരു സരാപ്പിേ് 500/- 

 

 

ഒരു േേം രൂര വറര 

നഷ്ടമുളള 

സരേുരൾേ് ഒരു 
സരാപ്പിയ്ക്േ്  115/- 

രൂരയും തുടർന്നുളള 

ഓസരാ സരാപ്പിയ്ക്േ് 
60/- രൂര നിരേിേും 

ഒരു േേത്തിന് 

മുരളിൽ നഷ്ടമുളള 

സരേുരൾേ് ഒരു 
സരാപ്പിയ്ക്േ് 555/- 

രൂരയും തുടർന്നുളള 

ഓസരാ സരാപ്പിയ്ക്േ് 
115/- രൂരയും 

3 

ദി
വ
േം 

2 

ദിവ
േം 

 

 

ബന്ധറപ്പട്ട 

സസ്റ്റഷൻ 

ഓഫീേർ 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ 

ഓഫീേർ 

 

 

ബന്ധറപ്പട്ട 

െീജിയണ
ൽ ഫയർ 

ഓഫീേർ 

 

 



രൂര 

9.  ഫയർ 

എക്സേിറ്റിഗ 

്്യുഷെുരള 
റട േമ്മർേ 

രരിസശാധന 

േർട്ടിഫിേറ്റ് 

നിരാസേര 

ോേ ്യരക്തം 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർേ് 
അസരേ 

നൽരുരയും 

എക്സേിറ്റിഗ ്യുഷർ 

രരിസശാധനയ്ക്ോയി 
സസ്റ്റഷനിൽ 

ഹാജരാേുരയും 

സവണം. ഒന്നിന് 100/- 

ഒരു 
എക്സേിറ്റിഗ ്യുഷെി
ന് 115/- രൂര എന്ന 

നിരേിൽ 

3 

ദി
വ
േം 

2 

ദിവ
േം 

 

ബന്ധറപ്പട്ട 

സസ്റ്റഷൻ 

ഓഫീേർ 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ 

ഓഫീേർ 

 

 

ബന്ധറപ്പട്ട 

െീജിയണ
ൽ ഫയർ 

ഓഫീേർ 

 

 

10. സഫനൽ 

എൻ.ഒ.േി. 
രുതുേി 
നൽരുന്ന 

േർട്ടിഫിേറ്റ് 

നിരാസേര 

ോേ ്യരക്തം 

 

1) 24 മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾ 

 

 

 

 

 

 

 

2) 24 മീറ്റെിന് മുരളിൽ 

 60 മീറ്റർ വറര 

ഉയരമുളള 

റരട്ടിടങ്ങൾ 

 

 

 

 

 

 

 

 

 

 

3) 60 മീറ്റെിന് മുരളിൽ 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ സസ്റ്റഷൻ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി 
എതിർപ്പിേലാറയങ്കിൽ 

േർട്ടിഫിേറ്റ് 
നൽസരണ്ടതുമാണ്  

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ സസ്റ്റഷൻ 

ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട 

രരിസശാധന നടത്തി 
ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
നൽസരണ്ടതും 

എതിർപ്പിേലാറയങ്കിൽ 

േർട്ടിഫിേറ്റ് 

ഒരു സബ്ലാേ് 
റരട്ടിടത്തിന്  2205/- 

രൂര 

 

 

 

 

 

 

 

 

 

 

ഒരു സബ്ലാേ് 
റരട്ടിടത്തിന്  2205/- 

രൂര 

 

 

 

 

 

 

 

 

 

 

 

 

ഒരു സബ്ലാേ് 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

15 

ദി
വ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

15 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

 

 

 

 

 

 

 

 

 

 

 

15 

ദിവ
േം 

 

ബന്ധറപ്പട്ട 

സസ്റ്റഷൻ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

 

ബന്ധറപ്പട്ട 

ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

ബന്ധറപ്പട്ട 

െീജിയണൽ 

ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സടർ 

റടക്സനിേൽ 

 

ബന്ധറപ്പട്ട 

െീജിയണ
ൽ ഫയർ 

ഓഫീേർ 

 

 

 

 

 

 

ഡയെക്സട
ർ 

റടക്സനിേ
ൽ 

 

 

 

 

 

 

 

 

 

 

 

 

ഡയെക്സട

 



ഉയരമുളള 

റരട്ടിടങ്ങൾ 

  

 

 

 

 

 

 

നൽസരണ്ടതുമാണ് 

 

ബന്ധറപ്പട്ട സസ്റ്റഷൻ 

ഓഫീേർ 

േ ്വീരരിച്ച 

അസരേ 

ഡിസ്ക്ടിക്സറ്റ് ഫയർ 

ഓഫീേർേ് 
നൽസരണ്ടതും 

തുടർന്ന് ഡിസ്ക്ടിക്സറ്റ് 
ഫയർ ഓഫീേെുറട 

സനതൃത ്വത്തിേുളള 

രമ്മിറ്റി റരട്ടിട  

രരിസശാധന നടത്തി 
ബന്ധറപ്പട്ട 

െീജിയണൽ  ഫയർ 

ഓഫീേർേ് 
േമർപ്പിസേണ്ടതും 

െീജിയണൽ  ഫയർ 

ഓഫീേർ 

എതിർപ്പിേലാറയങ്കിൽ  

േർട്ടിഫിേറ്റ് 
നൽസരണ്ടതുമാണ് 

റരട്ടിടത്തിന്  2205/- 

രൂര 

 

 

 

 

 

ദി
വ
േം 

 

 

 

 

 

 

 

 

ഫയർ ഓഫീേർ 

 

 

 

 

 

 

 

ർ ജനെൽ 

 

 

 

 

 

 

 
 

ഡയറക്ടർ ജനറാലിനു വേണ്ടി. 



FIRE & RESCUE SERVICES DEPARTMENT 

SERVICE INFORMATION AS PER THE RIGHT TO SERVICE ACT 2012 

Sl. No. Main Service 
Provided 

 
Type of service 

Procedures to be 
done  
 

Fees Payable * 
(If required) 

 

Time limit 
(per day) 

 
Officer 

Responsible 
First Appellate 

Authority 

Second 
Appellate 
Authority 

Remarks 

More Less 
(1) (2) (3) (4) (5) (6) (7) (8) (9) (10) (11) 
1. Building No 

Objection 
Certificate  

a) No Objection 
Certificate 

(For building permit) 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Applications under the 
2019 KMBR / KPBR  
should be submitted 
directly to the 
concerned Station 
Officer 

 
The following 
documents should be 
submitted along with 
the application for 
NOC for building 
permit. 

 
 
 

1. For obtaining No 
Objection Certificate 
(for building permit) 
two hard copies of 
the checklist cum 
application, one set 
of civil plan approved 
by registered architect 

with necessary 
certificate. ,three set 

1. Residential 
Building A1,A2,A3 &  
A4 less than 15 
meter/Educational 

Building 
Rs.11.03/- per Sq.M 
 
2. Institutional 
building C1 less 
than 15 meter and 
Plot area up to 
1000 sq. meter  
  
C2&C3 - building  
up to  15 meter 
height, Assembly 
building-
D1,D2,D3,D4&D5, 
Business building –
less than 10 meter, 
Mercantile building 
F1&F2 –less than 
15 meter (G1) 
Building of total 
covered area less 
than 500 sq. m,  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 

b) No Objection 
Certificate (For  

building Completion) 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

of fire system 
drawings and soft 

copy of the filled up 
checklist cum 

application and all 
plans are to be 

submitted.  
3. Treasury Challan 
of the payment for 
the  required fees. 

  
4. For obtaining No 
Objection Certificate 
(Completion) one hard 

copies of the 
checklist cum 

application, one set 
of civil plan approved 
by registered architect 

with necessary 
certificate. ,three set 

of fire system 
drawings and soft 

copy of the filled up 
checklist cum 

application and all 
plans are to be 
submitted.  The 
application can be 
directly submitted to 
the concerned Station 
Officer with the above 

mentioned   
documents along with 
the copy of NOC for 

Industrial Building-
G1&G2 built up 
area 100 meter sq. 
G3 . Building up to 
50 meter square 
built up area. 
 Storage Building 
Building less than 
15 meter and 
covered area less 
than 250 meter 
square  
Rs.16.54/- per Sq. M 
 
3. Residential 
Building- A4 above 
15 meter  
 Educational 
Building above 15 
meter and not 
exceeding 30 meter 
Rs.22.05/- per Sq. 
M 

 
 

4. Residential 
Building A5 & A6 
Institutional Building 
C1. Below 15 meter 
and plot are above 
1000 meter square 
C1, C2 & C3 
building above 15 
meter and not 
exceeding 30 meter 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

No Objection 
Certificate 

(For building permit) 
 
 
 
 

building permit and a 
pre approved plan  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Assembly Building – 
D6 & D7, D1, 
D2,D3,D4 & D5  
above 10 meter and 
not exceeding 30 
meter. 
Mercantile Building – 
Buildings less than 15 
meter (G+1) total 
covered area above 
500 square meter,  
Building with more 
than (G+1)  storied, 
building above 15 
meter but not 
exceeding 30 meter 
height,   
Industrial building – 
G1, G2 built up area 
above 100 meter 
square, G3 , built up 
area above 50 meter.   
Storage building – 
building less than 15 
meter height, covered 
area above 250 meter 
square,  
Hazardous building – 
building height up to 
15 meter   
Rs.33.08/- per Sq. M 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 

1) One storey 
building  
Up to 10 m high 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
2) For buildings 
above 10 m but 
exceeding 16 m in 
height 

 
 
 
 
 
 
 
 
 
 

 
 
 

 
The application will 
be received by the 
concerned Station 
Officer. The committee 
headed by the 
Station Officer will 
inspect the site and 
forward the application  
to the concerned 
District Fire 
Officer.After verification 
and recommendation 
of  the Scrutiny  
Committee the District 
Fire Officer will issue 
the certificate. 
 
The application will 
be  received by the 
concerned Station 
Officer. The committee 
headed by the 
Station Officer will 
inspect the site and 
forward the application  
to the concerned 
Regional Fire Officer. 
After verification and 
recommendation of  
the the Scrutiny  
Committee the 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
 
 
18 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
18 
days 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
18 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
18 
days 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

Concerned District 
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
General 

 
 
 
 
 
 
 
 
 
 
 
 

 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
  
 
        
 
       

Time limit 
as per Right 
to Service 
Act is not 
applicable 
incase of 
Defective 
Applications 

 
 
 
 
 
 



 
 
 
 

3) For buildings 
above 16 but not 
exceeding  24 m 
height 

 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

4) For buildings 
above  24 m to and 
not exceeding 45 m 

 
 
 
 
 
 
 

Regional Fire Officer 
will issue the 
certificate. 

 
The application will 
be  received by the 
concerned Station 
Officer. It will be 

forwarded  
 to the concerned 
District Fire Officer.  
A committee head by 
the  District Fire 
Officer will inspect 
the site and submit 
to the concerned 

Regional Fire Officer. 
After verification and 
recommendation of  
the the Scrutiny  
Committee the 

Regional Fire Officer 
will issue the 
certificate. 

 
The application will 
be  received by the 
concerned Station 
Officer. It will be 

forwarded  
 to the concerned 
District Fire Officer 
The  committee 
headed by the  

District Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
28 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
43 
days 
 
 
 
 
 
 
 
 
 

 
 
 
28 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
43 
days 
 
 
 
 
 
 
 
 
 

 
 

 
Concerned 

Regional  Fire 
Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Director General 

 
 
 
 
 
 
 
 
 
 

 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Home 
Department 

 
 
 
 
 
 
 
 
 
 

 
 

 
Director 
General 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
-- 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 

 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

5) Buildings of above 
45 meters height 

 
 
 
 
 
 
 
 
 
 
 
 

will inspect the site 
and submit the file to 

the concerned 
Regional Fire Officer. 
After verification and 
recommendation of  
the verification 
committee The 

Regional Fire Officer 
will forward the 
application to the 

Director General After 
examination and 
recommendation of  
the the Evaluation  
Committee the 

Director General will 
issue the certificate. 

 
 

 
The application will 
be  received by the 
concerned Station 
Officer and will 

forward 
it to the concerned 
Regional  Fire Officer 
and a committee 
headed by the 

Regional Fire Officer 
will inspect the site 
and plan After 
verification and 

recommendation of  

 
 
 
. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
38 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
38 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director General 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Home 
Department 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
-- 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 

6) Special Category 
Building 

 
  

a) Below 16 meter 
height  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

the verification 
committee The 

Regional Fire Officer 
will forward the 
application to the 

Director General After 
examination and 
recommendation of  
the the Evaluation  
Committee the 

Director General will 
issue the certificate. 

 
 
 
 

 
The application will 
be  received by the 
concerned Station 
Officer and will 

forward 
it to the concerned  
District  Fire Officer 
a committee headed 
by the District  Fire 
Officer should inspect 
the site  and submit 
it to the Regional 
Fire Officer and a 
committee headed by 
Regional Fire Officer 
should inspect the 

plan  After verification 
and recommendation 

 
 
 
 

 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
30 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
30 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
General 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 

 



 
 
 
 
 

 
b) Buildings of above 
16 meters height 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 

of  the the Scrutiny  
Committee the 

Regional Fire Officer 
will issue the 
certificate. 

 
The application will 
be  received by the 
concerned Station 
Officer will forward  
it to the concerned 
District  Fire Officer 
and the committee 

headed by the District  
Fire Officer should 
inspect the site and 
submit it to the 

Regional Fire Officer 
and a committee 

headed by Regional 
Fire Officer should 

inspect the plan. After 
verification and 

recommendation of  
the verification 
committee The 

Regional Fire Officer 
will forward the 
application to the 

Director General After 
examination and 
recommendation of  
the the Evaluation  
Committee the 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
30 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
 
30 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 
Director General 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
Home 

Department 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
---- 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 

b) No Objection 
Certificate (For  

building Completion) 
 

1) One storey 
building  
Up to 10 m hight 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

2) For buildings with  
10 m but not 

exceeding16 m in 
height  
 
 
 
 
 
 
 

Director General will 
issue the certificate 

 
 

 
 
 
The application 
received by the 
concerned Station 
Officer should 
primarily inspect the 
building  and submit 
it to the concerned 
District Fire Officer 
and a committee 
headed by the District 
Fire Officer will 
inspect the building 
and issue the 
certificate if there is 
no objection. 
 

 
 

The application 
received by the 
Concerned Station 
Officer should 

primarily inspect the 
building  and submit 
it to the concerned 
District Fire Officer 
and a committee 

headed by the District 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
 
 
 
20 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
22 
days 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 
20 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
22 
days 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 
Concerned District 

Fire Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
 
Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 

 
 
 

 
 
 
Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
General 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 
Time limit 

as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications  

 
 
 
 
 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications  

 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 

3) For buildings of 
16 m but not 
exceeding  24 m 
height 

 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fire Officer will 
inspect the building 
and if not objected 
will forward it to the 
Regional Fire Officer. 
After verification and 
recommendation of   

the Scrutiny  
Committee the 

Regional Fire Officer 
will issue the 
certificate. 

 
The application 
received by the 
Concerned Station 
Officer should 
primarily inspect the 
building  and submit 
it to the concerned 
Regional Fire Officer 
and a committee 
headed by the 
Regional Fire Officer 
will inspect the 
building After 
verification and 
recommendation of   
the Scrutiny  
Committee the 
Regional Fire Officer 
will issue the 
certificate. 
 
 

 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
25 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
25 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
Director 
General 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
4) Buildings above 24 
meters height 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 

6) Special Category 
Building 

 
  

a) Buildings below 16 
meters height 

 
 

 
 

The application 
received by the 
Concerned Station 
Officer should 

primarily inspect the 
building  and submit 
it to the concerned 
Regional Fire Officer 
and a committee 
headed by the 

Regional Fire Officer 
will inspect the 

building and submit it 
to the Director 
General.  After 
examination and 
recommendation of   
the Evaluation  
Committee the 

Director General will 
issue the certificate 

 
 

 
 
 
 
 
 
 

The application 
received by the 
Concerned Station 

 
 
45 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
30 
days 
 
 

 
 
45 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
30 
days 
 
 

 
 
 
Director General 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
Concerned 

Regional  Fire 
Officer 

 

 
 
 

Home 
Department 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

Director 
Technical 

 
 

 
 
 
 
-- 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

Director 
General 

 
 

 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable 
incase of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Time limit 

as per Right 
to Service 
Act is not 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

b) Buildings of above 
16 meters height 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Officer should 
preliminarily inspect 
the building and 
submit it to the 

concerned Regional 
Fire Officer and a 
committee headed by 
the Regional Fire 
Officer will inspect 
the building. After 
verification and 

recommendation of   
the Scrutiny  
Committee the 

Regional Fire Officer 
will issue the 
certificate. 

 
The application 
received by the 
concerned Station 
Officer should 
preliminarily inspect 
the the building and  
submit  
it to the concerned 
Regional  Fire Officer 
and a committee 
headed by the 
Regional  Fire Officer 
should inspect the 
building and  plan. 
After verification and 
recommendation of  
the verification 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
30 
days 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
30 
days 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director General 

 
 
 
 
 
 
 
 
 
 
 

 
 
 

 
Home 

Department 
 

 
 
 
 
 
 
 
 
 
 
---- 
 
 
 
 
 

applicable in 
case of 
Defective 
Applications 

 
 
 
 
 
 
 
 
 
 
 

Time limit 
as per Right 
to Service 
Act is not 
applicable in 
case of 
Defective 
Applications 



committee, the 
Regional Fire Officer 
will forward the 
application to the 
Director General After 
examination and 
recommendation of  
the the Evaluation  
Committee the 
Director General will 
issue the certificate 

 
2. Issue of 

License to 
Industries, 
Factories, 
Trade, 

Entrepreneurshi
p Activities & 
Other Services 
Amendment 
Rules 2018 

 

No Objection 
Certificate 

The application should 
be submitted to the 
concerned District Fire 
Officer through the 
concerned Local 

Authority 
The application should 
include the plans 
regarding the 

Location, site and the 
first aid  fire fighting 
equipments  of the 
industry. The treasury 
challan receipt of the 

required fees  
 

 
115/- 
 
 
 

 
15 
days 

 
10 
days 

 
Concerned District 

Fire Officer 

 
Concerned 
Regional  
Fire Officer 

 
Director 
Technical 

 

3. NOC for 
Place of 
Public resort 
act  

 The NOC given for 
the erection of 

temporary panthal in 
connection with 

exhibition, carnival , 
circus etc  

The application should 
be submitted to the 
concerned Station 

Officer  
The application must 
include the plans 
regarding the 

 
115/- 

 
15 
days 

 
15 
days 

 
Concerned District 

Fire Officer 

 
Concerned 
Regional  
Fire Officer 

 
Director 
Technical 

 



Location,site and the 
first aid  fire fighting 
equipments  of the 
industry.The treasury 
challan receipt of the 
required fees.As per 

the inspection report of 
the Station Officer the 
District fire officer will 
issue the certificate 

 
 

4. NOC issued 
for the 
storage of  
petroleum 
products 

1. For the storage of 
up to 30000 litres of 
petroleum products 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

The application has 
to be submitted 
through the District 
Collectorate for 
obtaining initial NOC. 
For obtaining 
subsequent NOC’s the 
application can be 
submitted  directly to 
the concerned District 
Fire Officer. The 
application should 
include the plans 
regarding the 
Location,site and the 
fire fighting 
equipments.  The 
treasury challan 
receipt of the 
required fees.  
Concerned District Fire 
Officer will inspect the 

 
16540/- 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Concerned District 

Fire Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 



 
 
 
 
 
 

2. NOC for the 
storage of above 
30000  litres 

petroleum products 
 
 

firm and issue the 
certificate.. 
 
 

 
 
 

The application has 
to be submitted  to 
the Concerned 
Regional  Fire Officer 
with the above 
mentioned documents. 
The Regional Fire 
Officer will inspect 
the firm and issue 
the certificate. 

 
 
 
 
 
 

16540/- 

 
 
 
 
 
15 
days 

 
 
 
 
 
15 
days 

 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 

 
 
 
 
 

Director 
Technical 

 
 
 
 
 

Director 
General 

5.  LPG storage 1. Storage of up to 
200 LPG cylinders  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

The application has 
to be submitted  to 
the Concerned District  
Fire Officer with the 
below mentioned  
documents. The plans 
regarding the 
Location,site and the 
fire fighting 
equipments.  The 
treasury challan 
receipt of the 
required fees.  The 
District Fire Officer 
will inspect the firm 
and issue the  
certificate. 
 

 
16540/- 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Concerned District 

Fire Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 



 
 
 

2. Storage of more 
than 200 LPG 
cylinders  

 
 
 
 
 
 
 
 
 
 

3. NOC for serial 
connection of up to 
10 LPG cylinders 

 
 
 
 
 

 
 
 

4. NOC for serial 
connection of more 

than 10 LPG 
cylinders 

 
 
 
  The application has 
to be submitted  to 
the Concerned 
Regional  Fire Officer 
with the above 
mentioned documents. 
The Regional Fire 
Officer will inspect 
the firm and issue 
the certificate.  
 
 
 
 The application has 
to be submitted  to 
the Concerned District  
Fire Officer with the 
above mentioned 
documents. The 
District Fire Officer 
will inspect the firm 
and issue the  
certificate.. 
 
The application has 
to be submitted  to 
the Concerned 
Regional  Fire Officer 
with the above 
mentioned documents. 
The Regional Fire 
Officer will inspect 

 
 
 

16540/- 
 
 
 
 
 
 
 
 
 
 
 
 

16540/- 
 
 
 
 
 
 
 
 

 
 

16540/- 

 
 
 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
15 
days 
 
 
 
 
 
 
 
 
 
15 
days 
 
 

 
 
 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
15 
days 
 
 
 
 
 
 
 

 
 
15 
days 

 
 
 

Concerned 
Regional  Fire 

Officer 
 
 
 
 
 
 
 
 
 
 

Concerned District 
Fire Officer 

 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 

 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 

Director 
General 

 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 

Director 
General 

 
 



the firm and issue 
the certificate. 

6.   
Storage of 
Explosives 

 
1. NOC for the 

storage of 
manufactured crackers 
up to 500 Kilogram  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

2. NOC for the 
storage of explosive 
up to100 Kilogram  

 
 
 

 
The application has 
to be submitted 
through the District 
Collectorate for 
obtaining initial NOC. 
For obtaining 
subsequent NOC’s the 
application can be 
submitted  directly to 
the concerned District 
Fire Officer. The 
application should 
include the plans 
regarding the 
Location, site and the 
fire fighting 
equipments.  The 
treasury challan 
receipt of the 
required fees.  
Concerned District 
Fire Officer will 
inspect the firm and 
issue the certificate. 
 

 
The application has 
to be submitted  to 
the Concerned District  
Fire Officer with the 
above mentioned 
documents. The 

 
 

2205/- 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

5515/- 
 
 
 
 
 

 
 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
15 
days 
 
 
 
 

 
 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
15 
days 
 
 
 
 

 
 

Concerned District 
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned District 
Fire Officer 

 
 
 
 

 
 

Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  
Fire Officer 

 
 
 
 

 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 

 



 
 

 
 
 

3. NOC for the 
storage of 

manufactured crackers 
more than 500 

Kilogram  
 
 
 
 
 
 

 
 

4. NOC for the 
storage of explosive 
more than 100 
Kilogram  

 

District Fire Officer 
will inspect the firm 
and issue the  
certificate. 
 
The application has 
to be submitted  to 
the Concerned 
Regional  Fire Officer 
with the above 
mentioned documents. 
The Regional Fire 
Officer will inspect 
the firm and issue 
the certificate. 

 
 

The application has 
to be submitted  to 
the Concerned 
Regional  Fire Officer 
with the above 
mentioned documents. 
The Regional Fire 
Officer will inspect 
the firm and issue 
the certificate. 

 
 
 
 

 
 

2205/- 
 
 
 
 
 
 
 

 
 
 
 

5515/- 

 
 
 
 

 
 
15 
days 
 
 
 
 
 
 
 
 
 

 
 
15 
days 

 
 
 
 

 
 
15 
days 
 
 
 
 
 
 
 
 
 

 
 
15 
days 
 
 
 
 
 

 
 
 
 
 

 
Concerned 

Regional  Fire 
Officer 

 
 
 
 
 
 
 

 
 
 

Concerned 
Regional  Fire 

Officer 

 
 
 
 

 
Director 
Technical 

 
 
 
 
 
 
 
 
 

 
 

Director 
Technical 

 
 

 
 
 
 

 
Director 
General 

 
 
 
 
 
 
 
 
 

 
 

Director 
General 
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Storage of 
Sulphur 
,Potassium  
as per Arms 
act 

 
No Objection 
Certificate 

 
 
 
 

The application has 
to be submitted  to 
the Concerned District  
Fire Officer with the 
above mentioned 
documents. The 
District Fire Officer 

 
5515/- 

 
15 
days 

 
15 
days 
 

 
Concerned District 

Fire Officer 
 

 
Concerned 
Regional  
Fire Officer 

 

 
Director 
Technical 

 

 



. will inspect the firm 
and issue the  
certificate.. 
 
 
 
 
 
 
 
 
 
 
 
 

 
8.  

 
Copy of Fire 
and Incident 
Report 

 
 

 
The application has 
to be submitted to 
the concerned station 
Officer (for getting 
insurance claim the 
applicant has to 

submit the copy of 
the insurance) 

 

 
RS.115/-for first 
copy of certificate 
for loss up 1 Lakh 
and Rs.60/- each 
for additional  

Rs.555/- for first 
copy of certificate 
for loss more than 

1 Lakh and 
Rs.115/-each for 
additional copies 

 
3 

days 

 
2 

days 
 

 
Concerned 

Station Officer 

 
Concerned 
District Fire 
Officer 

 

 
Concerned 
Regional  
Fire 
Officer 

 

 

9.  Certificate for 
the pressure 
testing of the 
fire 
extinguishers 

 Application has to be 
submitted to the 
concerned Station 

Officer 

RS.115/- per 
extinguisher 

3 
days 

2 
days 

Concerned 
Station Officer 

Concerned 
District Fire 
Officer 

 

Concerned 
Regional  
Fire 
Officer 

 

 



10. Renewal of 
final NOC 
certificate 

No Objection 
Certificate 

 
1) For building up to 
24 meter in height  

 
 
 
 
 
 
 
 

2) For building above 
24 meter and not 
exceeding 60 meter 

 
 
 
 
 
 
 
 
 
 

 
 
 

3) For building more  
than 60 meter height 

  
 
 
 

Concerned Station 
Officer will receive 
the application a 

committee headed by 
the Station Officer 
will inspect the 

building a if there is 
no objection will 

issue the certificate  
 
 
 
 

Concerned Station 
Officer will receive 
the application a 

committee headed by 
the Station Officer 
will inspect the 

building and if there 
is no objection will 
forward to the District 
Fire Officer and if no 
objection  Concerned 
District Fire  Officer 

will issue the 
certificate 

 
 

Concerned Station 
Officer will receive 
the application and 
submit it to the 
Concerned District 
Fire Officer.A 

For one block RS.  
2205/-  

 
 
 
 
 
 
 
 
 
 
 

For one block RS.  
2205/-  

 
 
 
 
 
 
 
 
 
 
 
 
 

For one block RS.  
2205/-  

 
 
 

15 
days 
 
 
 
 
 
 
 
 
 
 
15 
days 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
15 
days 
 
 
 

15 
days 
 
 
 
 
 
 
 
 

 
 
15 
days 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
15 
days 
 
 
 
 
 

 
Concerned 

Station Officer 
 
 
 
 
 
 
 
 

 
Concerned District 

Fire Officer 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Concerned 
Regional  Fire 

Officer 
 
 

 
Concerned 
District Fire 
Officer 

 
 
 
 
 
 
 

 
Concerned 
Regional  
Fire Officer 

 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
Technical 

 
 
 
 
 

 
Concerned 
Regional  
Fire 
Officer 

 
 
 
 
 

 
 

Director 
Technical 

 
 
 
 
 
 
 
 
 
 
 
 
 

Director 
General 

 
 
 

 



 
 
 

committee headed by 
the District Fire 
Officer will inspect 
the building and if 
there is no objection 
will forward to the 
Regional Fire Officer 
and if no objection  
Concerned Regional  
Fire  Officer will 
issue the certificate 

  
 


